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GENERAL NOTES:

. REFER TO ASBESTOS ABATEMENT DWGS FOR RELATED WORK.

REFER TO MECHANICAL DWGS FOR RELATED MECHANICAL WORK.

REFER TO ELECTRICAL DWGS FOR RELATED ELECTRICAL WORK.

REFER TO FIRE PROTECTION DWGS FOR RELATED FIRE PROTECTION WORK.

—_

REMOVE ALL EXISTING WINDOW COVERINGS AND FORWARD TO OWNER.

NGO REWwN

WALLS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.

-

OWNER.

11. SOME PARTITIONS TO BE REMOVED ARE ORIGINAL TO THE BUILDING. FLOOR
TOPPING WAS LIKELY APPLIED AFTER, SO FILLING OF TRENCHES AND LEVELING
OF DIFFERENCES IN TOPPING DEPTHS SHOULD BE ANTICIPATED IN THESE AREAS.

12. DISRUPTIVE ACTIVITIES IN OCCUPIED SPACES TO BE LIMITED AS DIRECTED BY

COTR.
13. EQUIPMENT AND FURNISHINGS RELOCATION BY VA.

DEMOLITION NOTES LEGEND:

A REMOVE INTERIOR PARTITION. AT ROOM 217A CLEAN LINEN, RETAIN
AS CONSTRUCTION BARRIER UNTIL STAIR ADDITION CONSTRUCTION
COMPLETED AND INTERIOR CORRIDOR REMODELING BEGINS.

REMOVE DOOR, FRAME & HARDWARE, RETAIN AS PART OF
CONSTRUCTION BARRIER PER NOTEA

REMOVE WINDOW INCLUDING STORM WINDOW, SASH, INTERIOR SILL,
STONE SILL & FRAME.

REMOVE CORNER GUARDS AND SALVAGE FOR REINSTALLATION.
REMOVE WALL COVERING AT EXISTING CORRIDOR WALLS WHICH
REMAIN TO POINT INDICATED. CLEAN, PATCH AND REPAIR WALL
SURFACE AS REQUIRED TO RECEIVE NEW PAINT. REMOVE AND
SALVAGE WALL PROTECTION WHERE OCCURS FOR REUSE.
REMOVE EXTERIOR WALL AS REQUIRED FOR NEW CONSTRUCTION.

REMOVE FURRED WALL AT CONVECTOR CABINET. PATCH TO MATCH
WALL BEHIND.

ERECT NON—-COMBUSTIBLE TEMPORARY CONSTRUCTION BARRIER.

> P Pk P

REMOVE RECEPTION COUNTER CONSISTING OF MODULAR WORK
SURFACE; MODULAR PANELS AND HALF WALL WITH TRANSACTION
COUNTERTOP.

REMOVE CABINETS AND CERAMIC TILE WALL FINISH AT ALCOVE.
REMOVE PLUMBING FIXTURE. SEE MECHANICAL. REMOVE TOILET

ACCESSORIES AND WALL CLOCK. SALVAGE FOR REUSE. SEE
ELECTRICAL FOR CLOCK.

==

REMOVE AND RELOCATE EXISTING WALL CABINET.

B>

PLASTIC SHEET CONSTRUCTION BARRIER FOR FINISHING ONE HALF
CORRIDOR AT A TIME.

EXISTING FINSH LEGEND

FINISH ABBREVIATONS:

ACT  — ACOUSTIC CEILING TILE 1.
BDR ~ — WALLPAPER BORDER

ElF_Q(I)CCKK - glF_QIACZ}ED MASONRY UNIT 2.
CMU ~ — CONCRETE MASONRY UNIT DEMOLITION.
CONC CONCRETE

CPT  — CARPET 3.
C.T. CERAMIC TILE

EXPS EXPOSED STRUCTURE

GWB GYPSUM WALL BOARD 4.
P — PAINT

PL PLASTER

%(T:TU STRUCTURAL CLAY TILE UNIT 5.
VCT

ACTION CODE

FOR REMODELING.

DEMOLITION WASTE TO BE REMOVED VIA ENCLOSED WASTE CHUTE TO DUMPSTER.

REMOVE ALL SIGNAGE IN AREAS OF DEMOLITION AND FORWARD TO OWNER.
REMOVE ALL PICTURES/ARTWORK, WALL MOUNTED SHELVES OR BENCHES FROM

REMOVE ALL HANDRAILS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.
0. REMOVE ALL VINYL CORNER GUARDS IN AREAS OF DEMOLITION AND FORWARD TO

EXISTING FINISH REMAINS

TERRAZZO BASE AND BORDER
VIN. - VINYL BASE

CEILING ——=
ﬁ

VINYL COMPOSITE TILE
VWG — VINYL WALL COVERING CEILING HT—

WNS - WAINSCOT

WALL ———

BASE

FLOOR —— =

REMODELING NOTES [EGEND:

@ 5/8" TYPE X' GWB EA. SIDE OF 3 5/8" METAL STUD @ 16" 0.C.

WITH 2" SOUND ATTENUATION BLANKET IN CAVITY. EXTEND FROM FLOOR

TO STRUCTUREAL DECK ABOVE. PROVIDE ACOUSTICAL SEAL AT
INTERSECTION WITH DECK OR WALLS AND DUCT, PIPE AND CONDUIT
PENETRATIONS, TYPICAL.

INFILL WITH 8" CMU FLUSH WITH FACE OF BRICK.

INFILL WITH 5/8" TYPE X’ GWB ON METAL STUDS FLUSH TO MATCH
EXISTING INTERIOR FINISH.

OF EXISTING WALLS FOR NEW FINISH.

INSTALL NEW CORNER GUARDS TO MATCH EXISTING AT CORNERS.

NEW SECURITY HAND RAILS, CRASH RAILS AND CORNER GUARDS TO
MATCH EXISTING.

PATCH TO MATCH EXISTING FINISH AS REQUIRED DUE TO REMODELING.
PATCH & PAINT WALL.

REMOVE TEMPORARY CONSTRUCTION PARTITION. PATCH TO MATCH ANY
DAMAGE TO EXISTING FINISHES.

REINSTALL EXISTING WALL CABINET.

REINSTALL SALVAGED PLUMBING FIXTURE. SEE MECHANICAL. REINSTALL

P B OB ® W

SALVAGED TOILET ACCESSORIES AND WALL CLOCK. SEE ELECTRICAL FOR

CLOCK.

RATING [EGEND:

——¢ ==« — 1 HOUR RATING

PAINT CORRIDOR WALLS. PATCH, SAND, SMOOTH AND PREPARE SURFACE

EXISTING FINISH REMAINS — PATCH TO
MATCH WHERE DAMAGED BY

REMOVE WALL FINISH ONLY. EXISTING
PARTITION REMAINS.

EXISTING PARTITION TO BE REMOVED AT
AREAS DESIGNATED AS DASHED LINES.

REMOVE EXISTING FINISH AS REQUIRED
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GENERAL NOTES:

. REFER TO ASBESTOS ABATEMENT DWGS FOR RELATED WORK.

REFER TO MECHANICAL DWGS FOR RELATED MECHANICAL WORK.

REFER TO ELECTRICAL DWGS FOR RELATED ELECTRICAL WORK.

REFER TO FIRE PROTECTION DWGS FOR RELATED FIRE PROTECTION WORK.

DEMOLITION WASTE TO BE REMOVED VIA ENCLOSED WASTE CHUTE TO DUMPSTER.

REMOVE ALL EXISTING WINDOW COVERINGS AND FORWARD TO OWNER.

REMOVE ALL SIGNAGE IN AREAS OF DEMOLITION AND FORWARD TO OWNER.

REMOVE ALL PICTURES/ARTWORK, WALL MOUNTED SHELVES OR BENCHES FROM

WALLS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.

REMOVE ALL HANDRAILS IN AREAS OF DEMOLITION AND FORWARD TO OWNER.

0. REMOVE ALL VINYL CORNER GUARDS IN AREAS OF DEMOLITION AND FORWARD TO
OWNER.

11. SOME PARTITIONS TO BE REMOVED ARE ORIGINAL TO THE BUILDING. FLOOR
TOPPING WAS LIKELY APPLIED AFTER, SO FILLING OF TRENCHES AND LEVELING
OF DIFFERENCES IN TOPPING DEPTHS SHOULD BE ANTICIPATED IN THESE AREAS.

12. DISRUPTIVE ACTIVITIES IN' OCCUPIED SPACES TO BE LIMITED AS DIRECTED BY

| COTR.
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A.F.F. UNLESS NOTED OTHERWISE.

21_0,1
8'—0”

% RECESSED FLUORESCENT LIGHT FIXTURE
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DOWN LIGHT FIXTURE

SUPPLY GRILLE, CEILING DIFFUSER
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SMOKE OR TEMPERATURE DETECTOR
(SEE ELECTRICAL DRAWINGS)

SPEAKER (SEE ELECTRICAL DRAWINGS)
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— DEMOLITION PLAN NOTES:
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EXIT (SEE ELECTRICAL DRAWINGS)

— — —  CEILING DEMOLITION

1/8"=1"-0" NORTHWEST WING 1/8"=1"-0" NORTHWEST WING 1/8°=1'—0" NORTHWEST WING 1/8"=1"-0" SOUTHEAST WING A REMOVE EXISTING FLUORESCENT LIGHT FIXTURE.

(DEDUCT ALTERNATE BID NO.1)

A REMOVE EXISTING CEILING & SUSPENSION SYSTEM.

A REMOVE CEILING AS REQUIRED FOR MECHANICAL WORK.
A EXISTING CEILING REMAINS.

A REMOVE CEILING AS REQUIRED FOR CONSTRUCTION.

A REMOVE EXISTING GWB SOFFIT.

A REMOVE EXISTING GWB OR PLASTER CEILING WITHIN ROOM

WHERE OCCURS.

NEW GWB CEILING.

147C.
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\[ 70 (4) REMODELING PLAN NOTES:
/@/ m ' /\ NEW ACOUSTIC TILE & GRID. MATCH EXISTING
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